
78” 
in height 

30” or greater 

 
 
 
 
PHYSICAL ACCESS REQUIREMENTS FOR ELECTRIC 
EQUIPMENT and METERS 

Clear Accessibility 

Adequate clearance around electric equipment and meters to facilitate 
safe maintenance, inspection, meter reading and emergency access shall 
be maintained. 

2025 Fire Code of New York State 
603.4 Working space and clearance 

The minimum required 
working space shall be not 
less than 30” in width, 36 
inches in depth and 78 
inches in height in front of 
electrical service equipment. 
Where the electrical service 
equipment is wider than 30 
inches, the working space 
shall be not less than the 
width of the equipment. 
Storage of materials shall 
not be within the designated 
working space. 
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